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TOWER FOUNDATION
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ANCHOR BOLT
1/2' x 5"

1. THE COOLING TOWER MUST BE LOCATED AT SUCH DISTANCE AND
DIRECTION TO AVOID THE POSSIBILITY  OF - CONTAMINATED TOWER
DISCHARGE AR BEING DRAWN INTO BUILDING FRESH AIR INTAKES

2. ANCHOR BOLT BY QTHERS.

3. CONTINUNG ENGINEERING RESEARCH RESULTS IN STEADY IMPROVEMENTS. THEREFORE,
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THESE SPECIFICATIONS AND DATA ARE SUBJECT TO CHANGE WITHOUT NOTICE. CONSULT

WTH FACTORY FOR CURRENT CERTIFIED DIMENSIONS.
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